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NOTES FOR DESIGNER: (Do NOT INCLUDE ON CONSTRUCTION DRAWINGS)

1. SEE SHEET 2 FOR COIL PIPING DETAIL.

SEQUENCE OF OPERATION:

CONTROL VALVE FULLY CLOSES WHEN FACE
AND BYPASS IS IN FULL BYPASS POSITION.

CONTROL VALVE OPENS FULLY WHEN FACE
DAMPER MODULATES OPEN.

DOWNSTREAM SUPPLY AIR TEMPERATURE IS
MAINTAINED BY PROPORTIONING THE AIR
THROUGH THE FACE AND BYPASS COIL.

DRAWING DEVELOPED FOR ML-3/
ML—4 PROJECTS. FOR ML—1/
ML—2, ADDITIONAL REQUIREMENTS
AND QA REVIEWS ARE REQUIRED.
(REMOVE THIS NOTE WHEN IN—
SERTED INTO A DRAWING PACK—
AGE).
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